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KET QUA THU NGHIEM

TEST RESULT

1. Tén mAu thir: Contactor 3P 32A

2. Khach hang: CONG TY CP KY THUAT BIEN KAVINA VIET NAM
3. S6 hrgng miu: 01

4. Ky hiéu: CNC CJX2 -D3210

5. Tinh trang miu: Moi
6. Ngay nhin miu: 18/09 /2020
7. Ngay thit nghiém: 21-+25/09/2020

T Tén chi tiéu Poavi| ””"t’l’lf}l”“’” Mike quy dinh | Két qua
1 | Dién 4p dinh muc ctia cudn hat VAC | TCVN 6592-4-1 -- 220
IEC 60947-4-1
2 | Kiém tra kha nang dong hoan toan khi dién ap cip Yéu ciu cia Doéng hoan toan Dat
cho cudn hut tr (80 + 110)% dién ap dinh mirc khéch hang
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THU NGHIEM DIEN, PIEN

VA HIEU SUAT NANG L

Ding Thanh Tung

1. Phiéu két qua nay chi cé gid tri doi voi mdu thit do khach hang dua ti.
This test results is value only for samples taken by customer.

2. Khéng dugc trich sao mét phan két quad nay néu khéng dwoc sw dong ¥ ciia trung tam Ky thugt 1.
This test results shall not reprodug i full wzthout the wrztten approved of QUATEST 1.

TN\BM\05.3 Lan ban hanh: 03.2019
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